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REFER TO PLUMBING FLOOR PLAN FOR WATER HEATER LOCATION.
TEMPERATURE AND PRESSURE RELIEF VALVE WITH FULL SIZE PIPING TO DRAIN.
WATER HEATER SHALL BE PROVIDED WITH A FACTORY INSTALLED, ASME APPROVED

REFER TO SCHEDULE FOR ELECTRICAL REQUIREMENTS.  COORDINATE POWER CONNECTION
REFER TO SPECIFICATIONS FOR WATER HEATER REQUIREMENTS
REFER TO PLUMBING FLOOR PLANS AND SCHEMATIC (IF APPLICABLE) FOR PIPE SIZES.

HEATER
WATER

MANIFOLD PIPING TO
EA. HEATER SHALL BE
OF EQUAL LENGTHS.

THERMOMETER

WATER HEATER WITHOUT RECIRC. PUMP SIMILAR.
MINIMUM HW TEMPERATURE SHALL BE 140 DEG. F.

WITH ELECTRICAL CONTRACTOR.

FULL SIZE DRAIN
SEE PLAN FOR CONT.
(TYPICAL)

NOTE:

4.

5.

7.
6. 

HW 

3.

1. 
2. 

NOTES:

WATER
HEATER DRAWINGS FOR SIZE

(TYPICAL)

THREADED PLUG CAP)
6" DIRT LEG (PROVIDE W/

GAS MAIN REFER TO THE

(TYPICAL)

GAS COCK

(TYPICAL)

CP-1
HWR

HOSE CONNECTION.

BLOW DOWN DRAIN
VALVE AND THREADED

UNION (TYP.)
DIELECTRIC

STRAINER WITH

CW

BALL VALVE (TYP.)

CHECK VALVE
(TYP.)

ASME EXPANSION TANK

EXPANSION TANK SHALL BE
SUPPORTED INDEPENDENTLY
FROM THE WATER PIPING,
STRAP TO UNISTRUT MOUNTED
ON WALL.

NOTE:

EQUIPMENT

6" DEEP
DIRT LEG

PLUG VALVE

INCOMMING
GAS MAIN

LUBRICATED

UNION
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